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2008 First Semiannual Industrial User Pretreatment Report
NPDES Permit No. CA-0037842

Dear Mr. Wolfe:

Enclosed is the San José/Santa Clara Water Pollution Control Plant, 2008 First Semiannual
Industrial User Pretreatment Repott, which includes laboratory data on influent, effluent, and
sludge monitoring results; compliance tables; and an update on our compliance with Pretreatment
Program requirements.

The City of San José (City) faces the challenge of preserving a portion of one of the most
important estuaries in the United States, located directly adjacent to a complex urban community.
As lead agency of a regional joint powers authority, the City operates the San J ose/Santa Clara
Water Pollution Control Plant (Plant), and provides wastewater treatment to over 1.4 million
residents and 16,000 businesses, including many of the leading computer and electronics
manufacturing companies that make up “Silicon Valley.” The City is also responsible for limiting
the Plant effluent discharges to the South San Francisco Bay (South Bay), as required by its
National Pollutant Discharge Elimination System (NPDES) Permit.

The Plant continues to maintain significant industrial pollutant reductions achieved over the
years by enforcing stringent regulations, limiting the amount of pollutants that industries can
discharge into the sanitary sewer system, and implementing aggressive pollution prevention
and recycle and reuse programs. During the first half of 2008, our surveillance-monitoring
program conducted surveillance monitoring at four companies. Streamline Circuits
surveillance sampling resulted in a compliance meeting and eleven enforcement actions.
Advanced Surface Technologies surveillance sampling resulted in a compliance meeting and
eight enforcement actions including issuing three administrative citations totaling $1500. In
addition, the City and the District Attorneys Offices are investigating a Zero Discharge
Categorical Industrial User based on City’s surveillance sampling investigation. This semi-
annual report is the first to reflect the changes to the sewer use ordinances. All of the tributary
agencies have adopted the revised ordinances. The City has diligently worked to ensure
appropriate enforcement as tributary agencies adopt the ordinance changes using different
timetables. Table 1 is a list of the adoption and effective dates for all of the tributary agencies.
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Table 1: Adoption and Effective Dates for Tributary Agency
Sewer Use Ordinance Updates

Agency Adoption date | Effective Date
City of San José¢ 12/4/2008 1/4/2008
City of Milpitas 2/5/2008 3/6/2008
City of Santa Clara 5/19/2008 6/19/2008
West Valley Sanitation District 5/28/2008 6/27/2008
Cupertino Sanitary District 6/18/2008 7/6/2008

The City also conducted the annual Industrial User (TU) Academy on May 14,2008, The IU
Academy is a workshop designed to assist the IUs in understanding their permit and sampling
requirements and how to maintain compliance. Inspectors present the different workshop
modules, providing the IUs in the field experience and knowledge. Since the demand was very
high, the City plans to conduct another [U Academy session in fall 2008.

The 2008 First Semiannual Industrial User Pretreatment Report is submitted in accordance with
Provision E 5 of the Regional Board Order No. R2 2003-0085. Contained in the First Semiannual
Report is a listing of all Significant Industrial Users (SIUs) that had any violation of federal or
local standards during the first and second quarters of 2008. The parameters violated, comments
on corrective measures, and enforcement actions taken on these SIUs are given in this report. The
definitions used to determine significant noncompliance are contained in the 2007 Annual
Pretreatment Program Report. These definitions are the same as those found in 40 CFR

403 .8(D)(2)(vii(A-H) and are designated as Significant Noncompliance Federal and Significant
Noncompliance Local.

At the end of the second quarter of 2008, the Plant was monitoring 346 industries, of which 151
were Significant Industrial Users and 20 were Zero Discharge Categorical Industrial Users, and
175 were Non-Categorical Industries discharging under 25,000 gallons per day. Ofthe 151
Significant Industrial Users, 139 were Categorical Industrial Users and the remaining 12 were
classified by their quantity of discharge. There were 153 Significant Industrial Users in the first
quarter of 2008 and 157 Significant Industrial Users in the second quarter of 2008. The total
number varies throughout the year as companies close or additional dischargers are identified.
Table 2 is a summary of the compliance performance for all Significant Industrial Users.

We continue to monitor all industria} dischargers and permitted commercial sources to ensure
that all violations are identified and corrected as soon as possible. Appropriate enforcement
actions are taken if violations persist, and additional compliance measures are pursued with all
significant violators. ‘
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Table 2: Compliance Performance of Significant Industrial Users in the
SJ/SC WPCP Tributary Area

1st Quarter 2nd Quarter
Category 2008 2008
Federal Local | Federal Local
Consistent compliance 98 % 89% | 95% 89 %
Inconsistent compliance 2% 10 % 4% 10 %
Sigmﬁcapt Non- 0% 1% 19 1%
compliance

If you have any questions on this report, please contact Heidi Geiger, P.E., Senior Environmental
Inspector at (408) 277-2755.

Director Environmental Services

cC: Ken Greensberg, USEPA Region 9
Keith Silva, USEPA Region 9
Adam Laputz, SWRCB
Michael Chee, RWQCB



SAN JOSE/SANTA CLARA WATER POLLUTION CONTROL PLANT
2008 FIRST SEMIANNUAL INDUSTRIAL USER VIOLATION REPORT

COVER SHEET
NPDES Permit Holder or
Sewer Authority Name : The Cities of San José and Santa Clara
Report Date July 31, 2008
 Period Covered by This Report From Oll/01/2008 to 06/30/2008
Period Covered by Previous Report From 07/01/2007 to 12/31/2007.

Name of Wastewater Treatment Plant_- San Jose/Santa Clara Water Pollution Conirol Plant

NPDES Permit Number , CA-00378

Person to contact concerning information contained in this report:

Name _ Heidi Geiger., P.E.

Title ) Senior Environmental Inspector

Mailing Address 170 W, San Carlos St. '
o San Jose, CA 95134

Telephone Number (408) 277-2755

I have personally examined and am familiar with the information submitted in this document and
attachments, Based upon my inquiry of those individuals immediately responsible for obtaining the
information reported herein, I believe that the submitted information is true, accurate, and complete.

Melody Tovar, P.E. = ' Date
Deputy Director ‘
Environmental Services Department

Watershed Protection
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INFLUENT, EFFLUENT, AND SLUDGE
MONITORING RESULTS

PRETREATMENT SEMI-ANNUAL REPORT

MARCH 2008

Sampling Procedures

A. SAMPLE LOCATION

1.

Influent - Samples of influent are collected from the raw sewage wet well by
automatic sampler and by grab sampling. This location corresponds to Station A-
001 as set forth in the facility’s NPDES Permit, CA-0037842.

Effluent - Samples of effluent are collected from the effluent wet well by auto-
matic sampler and by grab sampling. This location corresponds to Station E-001 as
set forth in the facility’s NPDES Permit, CA-0037842.

Biosolids - Sludge samples were not available for collection and analysis in this
monitoring period due to the off-site shipment of all biosolid stockpiles from the
Sludge Management Facility for alternative uses.

B. COLLECTION TIMES

1.

Automatic Sampling - Automated sampling is accomplished using flow-
proportioned, composite samplers that operate from midnight to midnight on con-
secutive days. Influent and effluent samples are taken during the same 24-hour pe-
riod.

Grab Sampling - Grab samples are collected at the time corresponding to maxi-
mum peak flow, 1400 hours.

Biosolids Sampling - Sludge samples were not available for collection and analy-
sis in this monitoring period.

C. COLLECTION METHOD

1. Direct Collection — Wastewater samples used for VOC and BNA analyses are grab

samples collected every three hours during the 24-hour sampling event, and com-
posited in the lab just prior to analysis. Samples for the analysis of Volatile Organic
Compounds (VOCs) are collected directly into 40-mL glass vials with Teflon sep-
tum, screw caps. The vials are filled to overflowing before being capped to avoid
any headspace. Semi-volatile organic compounds are collected directly into 1-liter
amber glass bottles. Samples are refrigerated and stored in the dark after collec-
tion. Mercury samples are collected by grab sampling directly into 1-liter Teflon
bottles every 6 hours utilizing clean hands techniques. These grab samples are then
composited into one sample representing a 24 hour period.

Automatic Collection - Wastewater samples for influent and effluent metal analy-
ses, except effluent samples for mercury analysis, are collected using automated
composite samplers. Samples are collected into plastic containers contained within



the refrigerated samplers. Samples are then refrigerated and stored in the dark after
collection.

3. Biosolids Collection — Sludge samples were not available for collection and analy-

sis in this monitoring period.

D. STORAGE, PRESERVATION, AND HOLDING TIMES

1. EPA Method 624 - Samples for Volatile Organic Compound analysis are stored in
glass vials, with Teflon-lined caps or septum, at four degrees Centigrade. Sodium
thiosulfate is used to remove residual chlorine when necessary. Samples are ana-
lyzed within seven days.

2. EPA Method 625 - Samples for Semi-Volatile Organic Compound analysis are
stored in amber glass containers, with Teflon-lined caps or septum, at four degrees
Centigrade. Sodium thiosulfate is used to remove residual chlorine when neces-
sary. Samples are extracted within seven days and analyzed within thirty days.

3. Influent And Effluent Metals - Samples for influent and effluent metal analysis,

except for mercury, are stored in plastic or glass containers at four degrees Centi-
grade. Samples are preserved with nitric acid to a pH < 2 and analyzed within six
months. Samples for mercury analysis are preserved with 5 mL/L of BrCl solution
and analyzed within 90 days.

I1. Method Of Sample Dechlorination

A.

EFFLUENT SAMPLES

Dechlorination of effluent samples is not required since the samples are collected
downstream of the facility’s dechlorination process. The treatment plant uses sulfur
dioxide injection for dechlorination.

INFLUENT SAMPLES

Influent may be pre-chlorinated at various times as an odor control measure. Sodium
thiosulfate is used as a dechlorinating agent when necessary.

I11. Sample Compositing

A.

INFLUENT AND EFFLUENT SAMPLES

Priority Pollutant Metals - Samples for priority pollutant metals analysis, except for
mercury, are flow-proportion composited by automatic samplers. Mercury samples are
collected by grab sampling every six hours.

BIOSOLIDS

Sludge samples were not available for collection and analysis in this monitoring period.



IVV. Data Validation

A.

G.

METHOD BLANKS

Method blanks are routinely analyzed to demonstrate that the analytical system is inter-
ference-free and to demonstrate that contaminated glassware or reagents did not influ-
ence the analytical measurements.

TRAVEL BLANKS

Travel blanks are routinely submitted with wastewater samples collected to demon-
strate that contamination did not occur during sample collection or transport.
REPLICATES

Field replicates are routinely collected and analyzed to determine the precision of the
sampling process. Laboratory replicates are routinely analyzed to determine the preci-
sion for the analytical process.

SPIKED SAMPLES
Laboratory samples are routinely spiked with the analyte(s) of interest to determine the
accuracy of the analytical process.

QA/QC CRITERIA

Acceptance criteria for the above listed chemical parameters follow protocol and/or
guidelines of the EPA (40 CFR 136, EPA SW-846, EPA 600/4-79/020) and of the Cali-
fornia Department of Health Services.

ANALYTICAL METHODOLOGY

Methods and Techniques used for all chemical determinations strictly adhere to proce-
dures published by the EPA (40 CFR 136, EPA SW-846, EPA 600/4-79/020) or as
published in the latest edition of Standard Methods for the Examination of Water and
Wastewater.

CERTIFICATION STATEMENT [ATTACHED]

Sample Results

A. DRY-WEATHER SEASON SAMPLING

e March 4, 2008 (Effluent Only)
e March 25, 2008 (Influent & Effluent)
See Appendix | - Data Tables

Influent Samples could not be collected as scheduled on March 4, 2008 due to the un-
anticipated shutdown of the influent automated composite sampler. A repeat sampling
of both the influent and effluent was conducted on March 25, 2008 to complete the
monitoring requirements.



VI.

Discussion Of Results

A.

INFLUENT DISCUSSION

Bis(2-ethylhexyl)phthalate is a common plastisizer for polymeric materials (plastic
pipe). Bis(2-ethyl-hexyl)phthalate is used primarily as a plastisizer during polyvinyl
chloride and polymer production and is likely released into wastewater during water
contact with plastic materials. Chloroform is likely to enter the environment with its
use as an industrial solvent, extractant, and cleaning agent as well as from indirect pro-
duction in the chlorination of drinking water, wastewater, and cooling water. Acrtificial
sources of chloroform include automobile exhaust, extractants, solvents, dry cleaning
agents, fumigants, and synthetic rubber. If released into water, chloroform will be pri-
marily lost by evaporation into the atmosphere. Chloroform may be subject to signifi-
cant biodegradation based upon laboratory experiments, although the reported scien-
tific literature is conflicting. Dichloromethane, a.k.a. methylene chloride, is used as a
solvent, degreasing agent, and cleaning agent. Large quantities of methylene chloride
are used each year in aerosols, paint removers, and chemical processing with most be-
ing released to the atmosphere. Releases to water will primarily be removed by evapo-
ration. Methylene chloride is not expected to adsorb to sediment or bioconcentrate in
aquatic organisms. Diethyl Phthalate (DEP) may enter the environment in air emis-
sions, aqueous effluent, and solid waste products from plastics manufacturing and
processing plants. DEP may also be emitted in vapor and particulate form during in-
cineration of DEP containing plastics. DEP may volatilize from plastic products and
may enter the environment directly due to non-plasticizer use, e.g., in insecticidal
sprays, insect repellants, and perfumes. Volatilization and leaching from plastic prod-
ucts at waste disposal sites represent potential modes of transport to air, water and soil.
DEP has accumulated and persisted in the sediments of the Chesapeake Bay for over a
century. Ethylbenzene is a colorless organic liquid with a sweet, gasoline-like odor.
The greatest use of ethylbenzene is to make styrene, another organic liquid used as a
building block for many plastics. It is also used as a solvent for coatings, and in mak-
ing rubber and plastic wrap. Ethylbenzene is released to the air primarily from its use
in gasoline, and more localized due to wastewater discharge and spills from its produc-
tion and industrial use. Phenol is a common industrial chemical that enters wastewater
during its use in resins, plastics, and adhesives. It is frequently found in wastewater
from other commercial sources. Toluene is used as a general purpose solvent, as a fuel
additive, and as a chemical manufacturing constituent. Considerable amounts are dis-
charged during the storage, transport, and disposal of fuels and oils.

Priority pollutant metals were measured at concentrations characteristic of influent
typically received by this facility.

EFFLUENT DISCUSSION

Bromodichloromethane enters the environment primarily through its inadvertent for-
mation during chlorination treatment processes of drinking water and wastewater.
Bromodichloromethane is also biosynthesized and emitted to the environment by vari-
ous species of marine micro algae that are abundant in the world’s oceans. The general
population is exposed through oral consumption of contaminated drinking water, bev-
erages, and food products; inhalation of contaminated air; and dermal exposure to chlo-
rinated swimming pool water. Chloroform is likely to enter the environment with its
use as an industrial solvent, extractant, and cleaning agent as well as from indirect pro-
duction in the chlorination of drinking water, wastewater, and cooling water. Artificial



sources of chloroform include automobile exhaust, extractants, solvents, dry cleaning
agents, fumigants, and synthetic rubber. If released into water, chloroform will be pri-
marily lost by evaporation into the atmosphere. Chloroform may be subject to signifi-
cant biodegradation based upon laboratory experiments, although the reported scien-
tific literature is conflicting. Dibromochloromethane enters the environment primar-
ily through its inadvertent formation during chlorination treatment processes of drink-
ing water and wastewater. Dibromochloromethane is not produced or used on a large
commercial scale indicating that significant releases do not occur from such industrial
practices. Toluene is used as a general purpose solvent; as a fuel additive; and as a
chemical manufacturing constituent. Considerable amounts are discharged during the
storage, transport and disposal of fuels and oils. All priority pollutant organics de-
tected in the effluent were below NPDES permit limitations.

Priority pollutant metals were measured at concentrations characteristic of effluent dis-
charged by this facility. All priority pollutant metals detected in the effluent were be-
low NPDES permit limitations.

. BIOSOLIDS DISCUSSION

Sludge samples were not available for collection and analysis in this monitoring period.



RAW DATA

[available upon request]



QA/QC CERTIFICATION STATEMENT

Quality Assurance/Quality Control validation data was reviewed for each of the analytical
measurements performed and deemed acceptable. Acceptance criteria were established
using methodologies from the latest edition of Standard Methods for the Examination of
Water and Wastewater, from EPA references (40 CFR 136, EPA SW-846, EPA 600/4-
79/020), or as specified by the California Department of Health Services.

Alo Kauravlla
Environmental Laboratory Manager
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Appendix | - San Jose / Santa Clara Water Pollution Control Plant Priority Pollutant Metals
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DATE ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L ug/L ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | ug/L | mg/L | mg/L

1/1/2008 n.a. n.a. n.a. n.a. na. | 062 | na | 254 | na. n.a. n.a. n.a. na | 437 | na n.a. n.a. n.a. n.a. n.a. n.a. n.a.
1/3/2008 299 | 1.16 | <0.40| <0.10| 6.11 | 0.61 | 101 | 2.28 | 12.2 | 0.86 0.487 [0.0032| 13.7 | 5.76 | 2.06 | 0.480 | 1.56 | <0.10| 189 | 23.5 |<0.003|<0.003
1/8/2008 n.a. n.a. n.a. n.a. na | 060 | na | 3.37 | na n.a. n.a. n.a. na. | 6.70 | na. n.a. n.a. n.a. n.a. n.a. n.a. n.a.
1/15/2008 n.a. n.a. n.a. n.a. na. | 070 | na | 3.04 | na. n.a. n.a. n.a. na. | 612 | na. n.a. n.a. n.a. n.a. n.a. n.a. n.a.
1/22/2008 n.a. n.a. n.a. n.a. na. | 075 | na | 3.13 | na. n.a. n.a. n.a. n.a. 5.9 n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a.
1/29/2008 n.a. n.a. n.a. n.a. na. | 052 | na | 270 | na. n.a. n.a. n.a. na. | 483 | na n.a. n.a. n.a. n.a. n.a. n.a. n.a.

2/4/2008 297 | 1.03 | 0.66 | <0.10| 9.06 | 0.73 | 138 | 3.26 | 544 | 0.67 0.114 | 0.003 | 16.7 | 7.08 | 1.96 | 0.641| 2.38 | <0.10| 191 | 26.8 |<0.003|<0.003

2/14/2008 n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. 0.0690 n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a.

3/4/2008 n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. 0.0024| n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. n.a. |<0.003

3/25/2008 | 225 | 1.12 | <0.40| <0.10| 524 | 047 | 146 | 2.23 | 552 | 0.99 0.341 |0.002| 136 | 570 | 1.87 | 0.524 | 0.55 | <0.10| 222 | 22.5 |<0.003|<0.003

4/3/2008 2.29 | 1.40 | <0.40] <0.10| 495 | 053 | 856 | 2.81 | 599 | 0.76 0.243 10.0017| 10.6 | 6.29 | 1.88 | 0.509 | 1.01 | <0.10| 274 | 35.9 |<0.003|<0.003

5/5/2008 243 | 0.76 | <0.40] <0.10| 455 | 0.39 | 948 | 2.75 | 391 | 0.15 0.199 10.0021] 10.0 | 5.75 | 1.49 | 0.589 | 1.56 | <0.10| 183 | 20.8 | 0.003 | 0.003

6/3/2008 273 | 1.23 | 041 | <0.10| 547 | 0.38 | 105 | 2.63 | 473 | 0.35 0.238 |0.0022| 8.66 | 522 | 1.17 | 0481 | 1.59 | <0.10| 176 | 22.4 |<0.003| 0.003

n.a. = not available

Analyte Method (MugD/:; Analyte Method (Mugl)jl:s
As(influent) EPA 200.8 | 0.15 Ni(influent) EPA 200.8 | 0.037
As(effluent) EPA 200.8 | 0.15 Ni(effluent) EPA 200.8 | 0.037
Cd(influent) EPA 200.8 | 0.040 Se(influent) EPA 270.2 [0.0015
Cd(effluent) EPA 200.8 | 0.040 Se(effluent) EPA 270.2 [0.0015
Cr(influent) EPA 200.8 0.12 Ag(influent) EPA 200.8 | 0.013
Cr(effluent) EPA 200.8 0.12 Ag(effluent) EPA 200.8 | 0.013
Cu(influent) EPA 200.8 | 0.027 Zn(influent) EPA 200.8 0.73
Cu(effluent) EPA 200.8 | 0.027 Zn(effluent) EPA 200.8 0.73
Pb(influent) EPA 200.8 | 0.016 Cyanide(influent) SM4500-CNE| 1
Pb(effluent) EPA 200.8 | 0.016 Cyanide(effluent) SM4500-CNE| 1
Hg(influent) EPA 1631 | 4E-05
Hg(effluent) EPA 1631 | 4E-05 |MDL = Method Detection Limit

lofl



Appendix | - San Jose / Santa Clara Water Pollution Control Plant Priority Pollutant Organics
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DATE TYPE METHOD Q
3/25/2008 Influent (ug/l) EPA 624 NA <0.5 <0.5 <0.5 0.6 <1 <0.5 <0.5 3.1 <0.5 <0.5
3/4/2008 Effluent (ug/l) EPA 624 NA <2.0 <2.0 <2.0 <2.0 <1 <1.0 <1.0 34 <2.0 <2.0
3/25/2008 | Effluent (ug/l) EPA 624 NA <0.5 <0.5 <0.5 <0.5 <1 <0.5 <0.5 2.9 <0.5 <0.5
Sludge EPA 8260B NA NA NA NA NA NA NA NA NA NA NA
CTR Limit NA NA 525 3.2 1600 NA NA 140,000 470 99 NA
N Q o)
Q 2 S I
L S S $ @ 4
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SAMPLE & & N 3 & \; N
¢ G & I\
DATE TYPE METHOD v
3/25/2008 | Influent (ug/l) EPA 624 <0.5 <1.0 <0.5 <0.5 <0.5 <0.5 <0.5 3.2 <0.5 <0.5 <0.5
3/4/2008 Effluent (ug/l) EPA 624 <2.0 1.0 <1.0 <2.0 <2.0 <2.0 <2.0 <2.0 <2.0 <1.0 <2.0
3/25/2008 | Effluent (ug/l) EPA 624 <0.5 <1.0 <0.5 <0.5 <0.5 <0.5 <0.5 0.9 <0.5 <0.5 <0.5
Sludge EPA 8260B NA NA NA NA NA NA NA NA NA NA NA
CTR Limit 4.4 NA 39 1,700 1,700 81 71 200,000 42 11 8.85
Q Q
@ (e} e N N
IS S IS @ 3
& 3 & & L & N s
& IS X S S S & & L $ 9
S < 2% S S S $ $ N3 NS Q
S $ Q NS NS NS S S S N §
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SAMPLE ~ ~ ~ & 6@
DATE TYPE METHOD
3/25/2008 Influent (ug/l) EPA 624 <0.5 1.7 NA <0.5 <0.5 <0.5 <1.0 <1.0 <0.5 <0.5 <0.5
3/4/2008 Effluent (ug/l) EPA 624 <2.0 <2.0 NA <2.0 <2.0 <2.0 <2.0 <2.0 <2.0 <2.0 <2.0
3/25/2008 | Effluent (ug/l) EPA 624 <0.5 <0.5 NA <0.5 <0.5 <0.5 <1.0 <1.0 1.6 0.81 <0.5
Sludge EPA 8260B NA NA NA NA NA NA NA NA NA NA NA
CTR Limit 21,000 29,000 NA 2,600 17,000 2,600 4,000 NA 46 34 360

NA = Not Available
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Appendix | - San Jose / Santa Clara Water Pollution Control Plant

Priority Pollutant Organics
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3/25/2008 | Influent (ug/l) EPA 625 <5.3 <5.3 <11 <5.3 <5.3 <11 <11 <11 <11 <11
3/25/2008 | Effluent (ug/l) EPA 625 <5.3 <5.3 <11 <5.3 <5.3 <11 <11 <11 <11 <11
Sludge (mg/kg) | EPA8270C NA NA NA NA NA NA NA NA NA NA
CTR Limit 765 NA 0.00077 8.2 NA 110,000 12,000 370 11,000 5,200
Q Q
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() ) ’ 2 S iy O S O
SAMPLE S £ & & & & L & @
DATE TYPE METHOD Ne Q
3/25/2008 Influent (ug/l) EPA 625 <5.3 <5.3 <11 14 <11 <11 <11 <11 <11 <11 <5.3
3/25/2008 | Effluent (ug/l) EPA 625 <5.3 <5.3 <11 <5.3 <11 <11 <11 <11 <11 <11 <5.3
Sludge (mg/kg) | EPA8270C NA NA NA NA NA NA NA NA NA NA NA
CTR Limit 0.049 17000 0.049 5.9 NA 0.049 0.049 0.049 0.049 0.049 NA
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Appendix I - San Jose / Santa Clara Water Pollution Control Plant

Priority Pollutant Organics

@ 2 (] 2 N 'S\QQ}
& 5 $ & & & $ &
[ Q Y & Y < ) @
S & & & & Q K $ &
S F § § § § S & & S
N 3 § S $ s /S $&/ & S <
q 3 N S S S S & ) K
9 £ 8 & S RS S Ky N
< ; < R R
SAMPLE o N N3 ¥ & N &
DATE TYPE METHOD @ <
3/25/2008 | Influent (ug/l) EPA 625 11 <11 <52 * = * <21 <5.3 <11 <11
3/25/2008 | Effluent (ug/l) EPA 625 <11 <11 <53 * * * <21 <5.3 <11 <11
Sludge (mg/kg) | EPA8270C NA NA NA NA NA NA NA NA NA NA
CTR Limit | 4,600,000 1.4 400 2,600 2,600 17,000 | 170,000 1.4 8.9 600
Q S N
S N N N & & Q &
5 S /& & &/ . s/ &/ &/ F
S N S o N & S 3 S S $
) KL o g Q S K3 N N S
<& kN S S N > 3 & $ Sy
Q S S S 9 S S S I
S N NS S S X IS @ N
& & S S $ N $ o3 S S
S § O $ S & S S N $
v Y )& ¥ 9 N & $ S J
SAMPLE W & V Y £ & NS RS
DATE TYPE METHOD v
3/25/2008 | Influent (ug/l) EPA 625 <11 <21 <53 <5.3 <53 <11 <11 <11 <11 <11
3/25/2008 Effluent (ug/l) EPA 625 <11 <2.1 <5.3 <5.3 <5.3 <11 <11 <11 <5.3 <11
Sludge (mg/kg) | EPA8270C NA NA NA NA NA NA NA NA NA NA
CTR Limit NA 2,300 NA 790 NA NA 50 NA 6.5 4,300
N
& & & o S > & g /&
NS o N & 3 & N & 2
S N S S N 2 S & S kN
$ N S & & $ Ry S & S&
S < N N $ & £ $ Q S
& S s g $ $ S N N S &
& § 3 § & S 5 & 3 S
& & Q S : : Q & S
< $ < ¥ N v M Q 5
SAMPLE Q v v R
DATE TYPE METHOD
3/25/2008 | Influent (ug/l) EPA 625 <11 <21 <53 <11 <53 <11 <53 <11 43 <5.3
3/25/2008 Effluent (ug/l) EPA 625 <11 <2.1 <5.3 <11 <5.3 <11 <5.3 <11 <2.1 <5.3
Sludge (mg/kg) | EPA8270C NA NA NA NA NA NA NA NA NA NA
CTR Limit NA 2,900,000 NA 2700 14000 NA 9.1 14000 120000 NA

NA = Not Available
* Find the results in EPA Method 624 in the table shown above
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INDUSTRIAL USER
COMPLIANCE STATUS



Semi-Annual Industrial User Violation Report Page 48 of 68

San Jose/Santa Clara Water Pollution Control Plant

INDUSTRIAL CATEGORY:

Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

Reporting Period 1/1/2008 to 6/30/2008

2986 Oakmead Village Ct

Santa Clara, CA 95051
SC-218B
Flow = 822 GPD

. Date Taken Samples in Violation Comments on Follow up,
FACILITY NAME AND Compliance Status Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg
Micro-Chem, Inc. IL | cC | CC | cC | 04/24/2008 | POTW | pH | 5.8(min) 6.0(min) VW | The pH meter was out of calibration and

reading high during 6/5/2008 compliance
inspection. A contractor for the lU
investigated and determined that the pH
probe was malfunctioning. The IU has
replaced the probe and isin the process of
replacing the pH meter and installing an
alarm. Theresult of sample collected by
the City on 6/6/2008 was in compliance.

Compliance Status Key

SNF - Significant Noncompliance, Federal Limits
SNL - Significant Noncompliance, Local Limits
UN - Unknown

IL - Inconsistent Compliance, Local Limits
IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance

NS - Not scheduled to be Sampled

* - On Time Schedule (Dates)

Enforcement Action Key

WN - Warning Notice NV - Notice of Violation
VW - Verbal Warning ~ AC - Administrative Citation
SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report

Page 49 of 68

San Jose/Santa Clara Water Pollution Control Plant

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Period 1/1/2008 to 6/30/2008

Reporting

semi-Annual Date Taken Samples in Violation Comments on Follow up
FACILITY NAME AND Compliance Status Violation By - . ENE |Corrective, or Enforcement A:ction
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg

Micro-Chem, Inc. L | € | €€ | cC | 06/05/2008 | OTHER VW | Theviolation was for failing to maintain

2086 Oakmead Village Ct equipment. The pH meter was out of
calibration during a compliance inspection.

Santa Clara, CA 95051 A contractor for the IU investigated and

SC-218B determined that the pH probe was

Flow = 822 GPD malfunctioning. The U has replaced the
probe and isin the process of replacing
the pH meter and installing an alarm. The
result of subsequent sample collected by
the City on 6/6/2008 was in compliance.

M'S Refinishing cC | 1L | € | cC | 04/01/2008 | OTHER WN | Late submittal of SMR that was due on

. 3/31/2008, but was not received until

965 Richard Ave 4/15/2008. U stated that the monitoring

Santa Clara, CA 95050 samples were collected late and did not

SC-120B alow atimely submittal of the SMR. U

Flow = 5 GPD committed to timely submittal of future
reports.

Compliance Status Key

UN - Unknown

SNF - Significant Noncompliance, Federal Limits
SNL - Significant Noncompliance, Local Limits

IL - Inconsistent Compliance, Local Limits

* - On Time Schedule (Dates)

IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance
NS - Not scheduled to be Sampled

Enforcement Action Key

NV - Notice of Violation
AC - Administrative Citation
CM - Compliance Meeting

WN - Warning Notice
VW - Verbal Warning
SC - Sewer Surcharge




Semi-Annual Industrial User Violation Report Page 50 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual Taken . . .
Compliance Status Date Samples in Violation Comments on Follow up,

FACILITY NAME AND Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken

POTW/ | meter Level (mg/L) ACT

Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg

NanoNexus, Inc IFIL | CC | CC | CC | (4/15/2008 | OTHER VW | Violation wasfor failure to maintain

. equipment, a permit condition. The pH
2520 Junction Ave meter readout did not match that of the
San Jose, CA 95131 pH strip chart recorder as noted during
S3501B inspection on 4/15/08. An inspection on
Flow = 4560 GPD 4/16/2008 verified compliance.

05/21/2008 | OTHER| pH 3.2 (min) 5.0(min)  6.0(min) NV [ The 195 minute pH violation was
reported by U on 5/21/2008. The pH
dropped below 6.0 S.U. to 3.2 S.U. before
returning to an acceptable range.
Violations were caused by incorrect
programming logic control for the sulfuric
dosing pump in the acid waste
neutralization system (AWNS). The lU
reprogrammed the logic control on
05/22/2008. A 5/27/2008 inspection
verified that the treatment system was
operating normally.

AC | $500 fineissued for Corrosive Matter (2.0
to 5.5) San Jose Municipal Code
15.14.575.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 51 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual
FACILITY NAME AND Compliance Status

Date Taken Samples in Violation Comments on Follow up,

Violation By isch . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken

POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg

Nu-Metal Finishing, Inc. ccopn I CC | 02/05/2008 | OTHER| Ni | 055 0.30 WN | The violation was for Group 1 Maximum
2962 Calle Dd Mundo Equivaent Concentration Limit (MECL).

The sample result was above Nu-Metal
Santa Clara, CA 95054 Finishing MECL of 0.30 and the previous
SC-064B year's annual average of 0.58 mg/l was
Flow = 8754 GPD above 110% of MECL or 0.33 mg/l The
IU isinvestigating ways to come into
consistent compliance.

02/07/2008 | OTHER| Ni 0.45 0.30 WN | Violation was for Group 1 Maximum
Equivaent Concentration Limit (MECL).
The sample result was above Nu-Metal
Finishing MECL of 0.30 and the previous
year's annual average of 0.60 mg/l was
above 110% of MECL or 0.33 mg/l. The
IU is changing their filter media more
often in an effort to reach consistent
compliance. The lab results show that
changing the media more often is effective
in reducing the concentration below the
IU'sMECL. The result of a subseguent
sample collected by the |U on 3/11/2008
was in compliance.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 52 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

semi-Annual Date Taken Samples in Violation Comments on Follow up
C li Stat ’
FACILITY NAME AND omprance >tatus Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg
Pac Tech USA Packaging IL | cc | cc | Ns | 0g/01/2008 | OTHER WN | Late submittal of SMR that was due on
: 5/31/2008, but was not received until
328 Martin Ave : _ _
6/9/2008. |U commited to timely
Santa Clara, CA 95050 submittal of future reports.
SC-343B
Flow = 1,245 GPD
Process StainlessLab., Inc. CC | cC | cC | cCc | 0521/2008 | POTW | pH | 55(min) 6.0(min) VW | Theviolation was caused when the pH
probe malfunctioned. The pH probe was
1280 Memorex Dr i o
calibrated as verified on 6/26/2008
Santa Clara, CA 95050 inspection. The result of subsequent
SC-276B sample collected by the City on 5/22/2008
Flow = 2,599 GPD was in compliance.
Pycon, Inc. CC | 1L | CC | cc | 03/01/2008 | OTHER WN | Late submittal of SMR that was due on
2/28/2008, but was not received until
3501 Leonard Ct ' : .
3/12/2008. 1U committed to timely
Santa Clara, CA 95051 submittal of future reports.
SC-061A
Flow = 24,238 GPD
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits L - Inconsistent Compliance, Local Limits  * - On Time Schedule (Dates) WN - Warning Notice NV - Notice of Violation
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 53 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Pyramid Circuits CC | | ¢C | cc | (3/31/2008 | OTHER| CN-T 0.76 0.65 VW | Thisviolation was due to the sample box
. containing stagnant, previousy discharged
1405 Richard Ave . g stagnent, p y aiseharg
rinsewater from an unused gold plating
Santa Clara, CA 95050

process line. An inspection conducted on
SC-009B 3/18/2008 verified that U has emptied the
Flow = 2,500 GPD sample point. ThelU isalso planning to
eliminate this gold plating process.

06/03/2008 | OTHER| Cu 0.45 0.4 | VW | Annua average copper concentration limit
violation was caused by 1.21 mg/l copper
sampl e collected by the City on

3/11/2008.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation

UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 54 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual
FACILITY NAME AND Compliance Status

Date Taken Samples in Violation Comments on Follow up,

Violation By isch . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken

POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg

S.J. Valley Plating, Inc. IFIL | cC | CC | IFIL | 04/10/2008 | POTW [ CN-T | 3.2 05 NV | The violation was due to the operator's
error. A new operator used the wrong
491 Perry Ct tank for rinsing the parts. This operator
Santa Clara, CA 95054 has been retrained. The results of
SC-017B subsequent samples collected by the IU
Flow = 3,140 GPD on 4/29/2008 and 4/30/2008 and by the
City on 6/3/2008 and 6/4/2008 were in
compliance. An inspection on 6/27/2008
verified the proper labeling in English and
Spanish on the rinse tanks. See
compliance meeting for more details.
CM [ At 6/13/2008 compliance meeting the
violations and compliance schedule were
discussed. The IU provided aletter
describing the retraining of operator. The
IU is also required to sample monthly for
cyanide, copper, and nickel for 3 months.
In addition, the City recommended that
the IU attend City's Fall 2008 1U
Academy.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 55 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
S.J. Valley Plating, Inc. IFIL | cC | CC | IFIL | 04/11/2008 | POTW [ Cu | 3.16 2.7 WN | The violation was due to an operator's
error. A new operator used the wron

491 Perry Ct D 9

tank for rinsing the parts. This operator
Santa Clara, CA 95054 has been retrained. The results of
SC-017B subsequent samples collected by the IU
Flow = 3,140 GPD on 4/29/2008 and 4/30/2008 and by the
City on 6/3/2008 and 6/4/2008 were in
compliance with federa daily maximum
and montlhly average and local maximum
allowable copper limit. An inspection on
6/27/2008 verified the proper labeling in
English and Spanish on the rinse tanks.
See compliance meeting for more details.
CM [ At 6/13/2008 compliance meeting the
violations and compliance schedule were
discussed. The IU provided aletter
describing the retraining of operator. The
IU is also required to sample monthly for
cyanide, copper, and nickel for 3 months.
In addition, the City recommended that
the IU attend City's Fall 2008 1U

Academy.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation

UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 56 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual
FACILITY NAME AND Compliance Status

Date Taken Samples in Violation Comments on Follow up,

Violation By isch . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken

POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg

S.J. Valley Plating, Inc. IFIL | cC | CC | IFIL | 04/11/2008 | POTW [ CN-T | 2.1 12 WN | Theviolation was due to an operator's
error. A new operator used the wrong
491 Perry Ct tank for rinsing the parts. This operator
Santa Clara, CA 95054 has been retrained. The results of
SC-017B subsequent samples collected by the IU
Flow = 3,140 GPD on 4/29/2008 and 4/30/2008 and by the
City on 6/3/2008 and 6/4/2008 were in
compliance. An inspection on 6/27/2008
verified the proper labeling in English and
Spanish on the rinse tanks. See
compliance meeting for more details.
CM [ At 6/13/2008 compliance meeting the
violations and compliance schedule were
discussed. The IU provided aletter
describing the retraining of operator. The
IU is also required to sample monthly for
cyanide, copper, and nickel for 3 months.
In addition, the City recommended that
the IU attend City's Fall 2008 1U
Academy.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report

San Jose/Santa Clara Water Pollution Control Plant

Page 57 of 68

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

Reporting Period 1/1/2008 to 6/30/2008

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
S.J. Valley Plating, Inc. IFIL | CC | CC | IFIL | 04/29/2008 | OTHER| Cu 0.72 0.4 | WN | Annua average copper concentration limit
violation was caused by the 4/11/2008
491 Perry Ct | was y
copper violation.
Santa Clara, CA 95054
SC-017B
Flow = 3,140 GPD
04/30/2008 | OTHER| Cu 0.63 0.4 | WN [ Annual average copper concentration limit

violation was caused by the 4/11/2008
sample.

Compliance Status Key

UN - Unknown

SNF - Significant Noncompliance, Federal Limits
SNL - Significant Noncompliance, Local Limits

IL - Inconsistent Compliance, Local Limits

IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance
NS - Not scheduled to be Sampled

* - On Time Schedule (Dates)

Enforcement Action Key

WN - Warning Notice NV - Notice of Violation
VW - Verbal Warning ~ AC - Administrative Citation
SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 58 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual
FACILITY NAME AND Compliance Status

Date Taken Samples in Violation Comments on Follow up,

Violation By isch . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken

POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg

S.J. Valley Plating, Inc. IFIL | cC | CC | IFIL | 04/30/2008 | OTHER| CN-T 0.72 0.65 VW | The violation was due to an operator's
error. A new operator used the wrong
491 Perry Ct tank for rinsing the parts. This operator
Santa Clara, CA 95054 has been retrained. The results of
SC-017B subsequent samples collected by the IU
Flow = 3,140 GPD on 4/29/2008 and 4/30/2008 and by the
City on 6/3/2008 and 6/4/2008 were in
compliance. An inspection on 6/27/2008
verified the proper labeling in English and
Spanish on the rinse tanks. See
compliance meeting for more details.
CM [ At 6/13/2008 compliance meeting the
violations and compliance schedule were
discussed. The IU provided aletter
describing the retraining of operator. The
IU is also required to sample monthly for
cyanide, copper, and nickel for 3 months.
In addition, the City recommended that
the IU attend City's Fall 2008 1U
Academy.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 59 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

semi-Annual Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P = Violation By isch . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg
S.J. Valley Plating, Inc. IFIL | cC | CC | IFIL | 0/03/2008 | OTHER| Cu 0.56 0.4 | WN | Annua average copper concentration limit
491 Parry Ct violation was caused by the 4/11/2008
Y sample.
Santa Clara, CA 95054
SC-017B
Flow = 3,140 GPD
Streamline Cir cuits It N IL | 01/03/2008 | OTHER| cCu 0.58 04 | VW | Annual average concentration limit
. violation was caused by a previous high
1415 Richard Ave yap g
sample.
Santa Clara, CA 95050
SC-350A
Flow = 41,859 GPD
01/04/2008 | OTHER| Cu 0.55 0.4 | VW [ Annual average copper concentration limit
violation was caused by a previous high
sample.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits  * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 60 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Sen_1i—AnnuaI Date Taken Samples in Violation Comments on Follow up,
FACILITY NAME AND Compliance Status Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Streamline Circuits I I I IL | 01/28/2008 | POTW | cCu | 2.88 2.7 VW | Thelocal maximum allowable copper
. concentration limit violation resulted from

1415 Richard Ave surveillance monitoring sampling from a

Santa Clara, CA 95050 manhole outside the facility. Since

SC-350A samples were collected in the manhole

Flow = 41,859 GPD only local limits apply. The samples
were collected from 1/25/2008 10:00 AM
to 1/27/2008 8:00 AM. The results of
subsequent samples collected by the IU
on 3/11/2008, 4/18/2008, 5/6/2008, and
6/3/2008 and by the City on 3/11/2008,
6/4/2008, and 6/6/2008 werein
compliance. See compliance meeting for
more details.

02/06/2008 | OTHER| Cu 0.40 0.4 | VW | Annua average concentration limit
violation was caused by a previous high
sample.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits L - Inconsistent Compliance, Local Limits  * - On Time Schedule (Dates) WN - Warning Notice NV - Notice of Violation
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

semi-Annual Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By isch . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Streamline Circuits I I I IL | 02/15/2008 | POTW | Cu | 4.25 2.7 WN | Thelocal maximum allowable copper
. concentration limit violation resulted from
1415 Richard Ave . - .
surveillance monitoring sampling from a
Santa Clara, CA 95050 manhole outside the facility. Since
SC-350A samples were collected in the manhole
Flow = 41,859 GPD only local limits apply. The samples
were collected from 2/9/2008 9:00 AM to
2/15/2008 8:00 AM.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits  * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 62 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual
FACILITY NAME AND Compliance Status

Date Taken Samples in Violation Comments on Follow up,

Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT

Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg

CM | At 5/16/2008 compliance meeting the
violations and compliance schedule were
discussed. The IU has dready installed a
new metal precipitation system as verified
during 6/26/2008 inspection. ThelU is
also required to sample monthly for
copper for 3 months and provide alog of
the monthly in-house copper analysis
using copper test kit. In addition, the lU
isalso required to train all shift operators
on the new treatment system. A letter
documenting completion of the aboveis
due on 7/31/2008. The City also
recommended that the U attend City's
Fall 2008 IU academy.

Streamline Circuits It N IL | 03/11/2008 | OTHER| cCu 0.40, 04 | VW | Annual average concentration limit
violation was caused by a previous high

1415 Richard Ave
sample.

Santa Clara, CA 95050
SC-350A
Flow = 41,859 GPD

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

semi-Annual Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P = Violation By - - ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Swift Metal Finishing IFIL | cC | CC | cC | (03/31/2008 | OTHER| Zn 1.50 1.48 VW | Federal monthly averageis an average of
. one sample. The violation was caused b
1161 Richard Ave P y
ORP controller. Subsequent results of
Santa Clara, CA 95050 samples collected by the City on
SC-035B 6/19/2008 and the U on 7/02/2008 were
Flow = 1,148 GPD in compliance.

04/15/2008 | POTW | Cr 114 1.0 NV | Violations were for federal zinc daily
maximum concentration limit, federal zinc
monthly average concentration limit, local
zinc and total chromium maximum
allowable concentration limits. Federal
zinc monthly average is an average of one
sample. Violations were caused by ORP
controller malfunction. The U replaced
the ORP controller per |etter dated
7/16/2009. Subsequent results of samples
collected by the City on 6/19/2008 and
the U on 7/02/2008 were in compliance.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Swift Metal Finishing IFIL | cC | CC | CC | 04/15/2008 | POTW | Zn | 584 2.61 2.6 NV | Violations were for federal zinc daily
. maximum concentration limit, federal zinc
1161 Richard Ave S
monthly average concentration limit, local
Senta Clara, CA 95050 zinc and total chromium maximum
SC-035B alowable concentration limits. Federal
Flow = 1,148 GPD zinc monthly average is an average of one

sample. Violations were caused by ORP
controller malfunction. The U replaced
the ORP controller per |etter dated
7/16/2009. Subsequent results of samples
collected by the City on 6/19/2008 and
the IU on 7/02/2008 were in compliance.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

semi-Annual Date Taken Samples in Violation Comments on Follow up
C li Stat ’
FACILITY NAME AND omprance >tatus Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Swift Metal Finishing IFIL | cC | CC | CC | 04/30/2008 | OTHER| Zn 5.84 1.48 NV | Violations were for federal zinc daily
1161 Richard Ave maximum concentration I|m_|t, fgdqd zinc
monthly average concentration limit, local
Santa Clara, CA 95050 zinc and total chromium maximum
SC-035B allowable concentration limits. Federal
Flow = 1,148 GPD zinc monthly average is an average of one
sample. Violations were caused by ORP
controller malfunction. The U replaced
the ORP controller per |etter dated
7/16/2009. Subsequent results of samples
collected by the City on 6/19/2008 and
the U on 7/02/2008 were in compliance.
Uni-Flex Circuits, Inc. L | cc | NS | cc | 0501/2008 | OTHER WN | Late submittal of SMR that was due on
4/30/2008, but was not received until
1782 Angela St ' . .
g 6/13/2008. |U committed to timely
San Jose, CA 95125-1253 submittal of future reports.
S3399B AC | $250finefor Late Reporting (16-30 days
Flow = 203 GPD late reporting) per San Jose Municipal
Codel5.14.695.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits 1L - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Notice NV - Notice of Violation
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
Variety Metal Finishing F | € | C© | cC | 04/07/2008 | POTW |TTO-F| 50 213 WN | ThelU thinksthat over dosing of
Indoclour used in cyanide destruction m.

1166 Campbell Ave Yy &y

have caused this violation. The lU has
San Jose, CA 95126 lowered the amount of Indoclour used in
Si111B the cyanide destruction process. An
Flow = 5,000 GPD inspection was conducted on 6/27/2008
and compliance issues were discussed.
The results of subsequent samples
collected by the IU and the City on
6/5/2008 were not in compliance.
Awaiting result of sample collected by the
City on 7/8/2008.

06/05/2008 | POTW | TTO-F| 2.62 2.13 VW | ThelU isgoing to adjust the amount of
Indoclour used in cyanide destruction
process further than previously. An
inspection was conducted on 6/27/2008
and compliance issues were discussed.
Awaiting result of sample collected by the

City on 7/8/2008.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation

UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting




Semi-Annual Industrial User Violation Report Page 67 of 68

San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Metal Finishing - New Source - 40 CFR 433.17 Subpart A

Semi-Annual

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007|2007 OTHER Max Avg Max Avg Max  Avg
Vishay/Siliconix cC | IFIL | cC NS | 02/07/2008 | OTHER| pH 2.0 (min) 5.0(min)  6.0(min) NV [ The pH excursion was reported by the U
and was caused by a defective

2201 Laurewood Rd y

uninterrupted power supply (UPS) unit.
Santa Clara, CA 95054 The pH was below the allowable
SC-282A discharge limits for more than 60 minutes.
Flow = 241,933 GPD The IU replaced the defective UPS unit
and pH was back within allowable
discharge limits. The IU will install
additional alarm system with horns and
strobe lights for the UPS and the main
controller. An inspection conducted on
2/13/2008 verified that the acid waste
neutralization system was operating
properly. The IU wasin the process of
installling the additional alarm system
during time of inspection.

Compliance Status Key Enforcement Action Key

SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation
UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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San Jose/Santa Clara Water Pollution Control Plant

Reporting Period 1/1/2008 to 6/30/2008

INDUSTRIAL CATEGORY: Steam Electric Power Generating - New Source - 40 CFR 423

Semi-Annual

. Date Taken Samples in Violation Comments on Follow up
Compliance Status ’
FACILITY NAME AND P Violation By - . ENE |Corrective, or Enforcement Action
ADDRESS Current | Previous | occurred Para- Reported Discharge Limit Taken
POTW/ | meter Level (mg/L) ACT
Q2 Q1 Q4 Q3 v/ Fed Local Federal Local
2008 | 2008 | 2007| 2007 OTHER Max Avg Max Avg Max Avg
OL SEnergy-Agnews, Inc. cC | IF | CC | cC | 01/15/2008 | OTHER NV | Theviolationswere for local and federal
. failure to report and federal dail
3800 Cisco Way y

maximum zinc limit violation. The U

San Jose, CA 95134 could not determine the cause of this

S3-388B violation. The results of subsequent
Flow = 57,500 GPD sample collected by the |U on 6/12/2008
and by the City on 2/29/2008 were in
compliance.
01/15/2008 | POTW | Zn 1.7 0.56 NV [ Theviolations werefor local and federal

failure to report and federal daily
maximum zinc limit violation. The IU
could not determine the cause of this
violation. The results of subsequent
sample collected by the IU on 6/12/2008
and by the City on 2/29/2008 were in

compliance.
Compliance Status Key Enforcement Action Key
SNF - Significant Noncompliance, Federal Limits IL - Inconsistent Compliance, Local Limits ~ * - On Time Schedule (Dates) WN - Warning Not_ice NV - Notic_e_of Vi_olatign .
SNL - Significant Noncompliance, Local Limits IF - Inconsistent Compliance, Federal Limits CC - Consistent Compliance VW - Verbal Warning ~ AC - Administrative Citation

UN - Unknown NS - Not scheduled to be Sampled SC - Sewer Surcharge CM - Compliance Meeting
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COMPLIANCE WITH PRETREATMENT PROGRAM
REQUIREMENTS

2006 Industrial Waste Discharge Local Limits and Sewer Use
Ordinance Update

On June 20, 2007 and June 28, 2007 the U.S. Environmental Protection Agency (EPA) and
the San Francisco Regional Water Quality Control Board (Water Board) respectively,
conditionally approved proceeding with the public hearing and adoption of the San José
/Santa Clara Water Pollution Control Plant (Plant) 2006 Industrial Waste Discharger Local
Limit Report. The report was submitted on June 30, 2006 and updated with EPA
comments on April 30, 2007 via letter to EPA and the Water Board.

The revised local limits and sewer use ordinance were adopted by the San José City
Council on December 4, 2007 and became effective in San Jose on January 4, 2008.

All of the Plant’s tributary agencies have also adopted the revised Sewer Use Ordinance
(SUO) incorporating the new local limits.

SIU Permitting

Quarterly Reports have been submitted to the Environmental Protection Agency (EPA)
since September of 2007, as required by the Modified Administrative Order CWA-307-9-
05-36 (Order). The Order required changes to be made to the Industrial Discharge Permit
issued to all Significant Industrial Users (SIU), and requested that all companies in the
following areas be re-permitted by June 30, 2008: Job shops regulated under 40 CFR 413
Electroplating, 40 CFR 437 Centralized Waste Treatment, Job shops regulated under 40
CFR 433.17 Metal Finishing, and Printed Circuit Board Manufacturers regulated under 40
CFR 433.17 Metal Finishing. The industrial users under these categories considered for re-
permitting numbered over 100, and were successfully re-permitted on the new permit
format by the June 30, 2008 deadline. A copy of all re-issued SIU permits and fact sheets
were submitted to the EPA and Water Board on June 27, 2008, as required by the Order.

Also required to be permitted during this period were zero discharge categorical companies.
Zero discharge categorical companies are facilities that perform a categorical process but
do not discharge any process wastewater from the categorical process to the sanitary sewer.
These facilities were previously monitored through regular inspection and semiannual self-
certification of zero discharge of process wastewater to the sanitary sewer. The
certification program was replaced by a Zero Discharge Categorical (ZDC) Permit
requirements, whereby the company applies for and receives a ZDC Permit in the same
fashion as a discharging Industrial User receives a standard discharge Permit. All except
one of the identified ZDC companies were permitted during this period. Enforcement
actions will be taken against the one company that failed to submit the ZDC application per
the Enforcement Response Plan.




I11. Environmental Protection Agency’s Administrative Order CWA.-
307-9-05-36 Issued to the City of San José Pretreatment Program
on March 17, 2005

On March 17, 2005, following its audit of the Pretreatment Program for the San José/Santa
Clara Water Pollution Control Plant, the U.S. Environmental Protection Agency (EPA) San
Francisco office issued Administrative Order CWA-307-9-05-36 (Order). The Order
required a series of analyses, corrections, and status reports focused on enhancing and
improving the regulation and inspection of companies that discharge wastewater to the San
José/Santa Clara Water Pollution Control Plant. It also included some of the issues found
in the January 2004 PCI.

On March 30, 2007, in addition to the local limit and sewer use ordinance report reviews,
the City also received comments on the following submittals required by the
Administrative Order:

« Current inventory listing each industrial user (1U) and zero-discharging categorical
industrial user (CIU), as well as procedures for updating the inventory submitted on
June 30, 2005

o Five revised SIU permits that include all requirements specified in the AO submitted
on June 30, 2005

« Report evaluating the causes of compliance monitoring inadequacies and a plan to
remedy the inadequacies submitted on June 30, 2005

« Plan describing how the City will ensure SIU compliance with the federal provision
that prohibits SIUs from bypassing pretreatment submitted on June 30, 2005

o Description of updated budget, staffing, and equipment needs for the City’s
pretreatment program submitted on June 30, 2005

« Description and schedule of a City staff training plan submitted on June 30, 2005

« Progress reports on actions taken in response to the AO submitted on June 30, 2005;
October 31, 2005; and February 28, 2006.

On April 30, 2007 the City requested clarification and responded to some of the comments
included in the March 30, 2007 EPA review. Due to the extent of EPA’s comments on the
revised SIU permits, the City requested an extension of the June 30, 2007 deadline for
reissuing all SIU discharge permits. Additionally, timing of the final acceptance and
approval of the local limits report by the EPA and Water Board required an extension to the
local limits adoption schedule. After discussions with EPA Region 9 staff at the May 15,
2007 meeting, the City proposed a new timeline on May 31, 2007. The EPA officially
modified the Administrative Order on July 9, 2007. The updated key dates for compliance
activities in the Order are included in the Table 1 on the next page.



Table 1: Administrative Order Key Dates Timeline

KEY DATES

ADMINISTRATIVE ORDER
CWA-307-9-05-036

STATUS

June 30, 2005

(1) Submit inventory of Industrial Users.

(2) Submit five revised SIU permits and fact sheets.

(3) Propose a plan for remedying compliance monitoring
inadequacies, including a plan to ensure Industrial User
compliance with the bypass prohibition.

(4) Submit analysis on budget, staffing, and equipment needs
of the pretreatment program.

(5) Submit a description of proposed training plan.

(6) Submit first progress report on Order deadlines, listed
below.

Report submitted to EPA and the
Regional Water Board on June 30,
2005

October 31, 2005

Submit second progress report on Order deadlines.

Report submitted to EPA and the
Regional Water Board on October
31, 2005

January 31, 2006

Submit revised Sewer Use Ordinance and multijurisdictional
agreements.

Report submitted to EPA and the
Regional Water Board on January
31, 2006

February 28, 2006

Submit third progress report on Order deadlines.

Report submitted to EPA and the
Regional Water Board on February
28, 2006

June 30, 2006

Submit technical evaluation of adequacy of local limits.

Technical Report on the adequacy
of local limits submitted to EPA
and the Regional Water Board on
June 30, 2006.

June 30, 2007

(1) Submit revised permits and fact sheets for all significant
Industrial Users.

(2) Submit new local limits, if recalculation is necessary.

(3) Submit results of internal audit of compliance monitoring
program.

(1) Deliverable date revised to
June 30, 2009 per EPA, July 9,
2007

(2) Submitted on June 30, 2006
and Approved on June 28,
2007

(3) Submitted Internal Audit
Report on June 30, 2006

August 31, 2007

Submit a schedule of activities that will remedy all
inadequacies in compliance monitoring based on the findings
of an external audit.

Submitted on August 31, 2007

October 31, 2007

Adopt local limits and ordinance within 60 days of obtaining
approval.

Local limits and ordinance adopted
by City of San José December 4,
2007. The delay was due to longer
legal review and scheduling
conflict with the Treatment Plant
Advisory Committee (TAC) and
the San José City Council.

**k%k

Issue all pending permits with 180 days of obtaining approval.
Amended July 9, 2007

1. Submit revised fact sheets and new permits for all job
shops and metal finishing, printed circuit board
manufacturers, zero discharge categorical industrial
users and centralized waste treatment facilities.

2. Submit revised fact sheets and new permits for all other
significant industrial users (SIUs)

3. Submit a list of re-permitted SIUs and the SIU Inventory
each quarter

1. Submitted on June 27, 2008

2. June 30, 2009

3. Submitted, quarterly through
June 30, 2008 and will
continue to submit until June
30, 2009




	I. Sampling Procedures
	A. SAMPLE LOCATION
	1. Influent - Samples of influent are collected from the raw sewage wet well by automatic sampler and by grab sampling.  This location corresponds to Station A-001 as set forth in the facility’s NPDES Permit, CA-0037842.
	2. Effluent - Samples of effluent are collected from the effluent wet well by automatic sampler and by grab sampling.  This location corresponds to Station E-001 as set forth in the facility’s NPDES Permit, CA-0037842.
	3. Biosolids - Sludge samples were not available for collection and analysis in this monitoring period due to the off-site shipment of all biosolid stockpiles from the Sludge Management Facility for alternative uses.

	B. COLLECTION TIMES
	1. Automatic Sampling - Automated sampling is accomplished using flow-proportioned, composite samplers that operate from midnight to midnight on consecutive days.  Influent and effluent samples are taken during the same 24-hour period.
	2. Grab Sampling - Grab samples are collected at the time corresponding to maximum peak flow, 1400 hours.  
	3. Biosolids Sampling - Sludge samples were not available for collection and analysis in this monitoring period.

	C. COLLECTION METHOD
	1. Direct Collection – Wastewater samples used for VOC and BNA analyses are grab samples collected every three hours during the 24-hour sampling event, and composited in the lab just prior to analysis. Samples for the analysis of Volatile Organic Compounds (VOCs) are collected directly into 40-mL glass vials with Teflon septum, screw caps.  The vials are filled to overflowing before being capped to avoid any headspace.  Semi-volatile organic compounds are collected directly into 1-liter amber glass bottles.  Samples are refrigerated and stored in the dark after collection.  Mercury samples are collected by grab sampling directly into 1-liter Teflon bottles every 6 hours utilizing clean hands techniques.  These grab samples are then composited into one sample representing a 24 hour period.
	2. Automatic Collection - Wastewater samples for influent and effluent metal analyses, except effluent samples for mercury analysis, are collected using automated composite samplers.  Samples are collected into plastic containers contained within the refrigerated samplers.  Samples are then refrigerated and stored in the dark after collection.
	3. Biosolids Collection – Sludge samples were not available for collection and analysis in this monitoring period. 

	D. STORAGE, PRESERVATION, AND HOLDING TIMES
	1. EPA Method 624 - Samples for Volatile Organic Compound analysis are stored in glass vials, with Teflon-lined caps or septum, at four degrees Centigrade.  Sodium thiosulfate is used to remove residual chlorine when necessary.  Samples are analyzed within seven days.
	2. EPA Method 625 - Samples for Semi-Volatile Organic Compound analysis are stored in amber glass containers, with Teflon-lined caps or septum, at four degrees Centigrade.  Sodium thiosulfate is used to remove residual chlorine when necessary.  Samples are extracted within seven days and analyzed within thirty days.
	3. Influent And Effluent Metals - Samples for influent and effluent metal analysis, except for mercury, are stored in plastic or glass containers at four degrees Centigrade.  Samples are preserved with nitric acid to a pH < 2 and analyzed within six months.  Samples for mercury analysis are preserved with 5 mL/L of BrCl solution and analyzed within 90 days.


	II. Method Of Sample Dechlorination
	A. EFFLUENT SAMPLES
	B. INFLUENT SAMPLES

	III. Sample Compositing
	A. INFLUENT AND EFFLUENT SAMPLES
	B. BIOSOLIDS 

	IV. Data Validation
	A. METHOD BLANKS
	B. TRAVEL BLANKS
	C. REPLICATES
	D. SPIKED SAMPLES
	E. QA/QC CRITERIA
	F. ANALYTICAL METHODOLOGY
	G. CERTIFICATION STATEMENT [ATTACHED]

	V. Sample Results 
	A.  DRY-WEATHER SEASON SAMPLING
	 March 4, 2008 (Effluent Only) 
	 March 25, 2008 (Influent & Effluent) 
	See Appendix I - Data Tables


	VI. Discussion Of Results
	A. INFLUENT DISCUSSION
	B. EFFLUENT DISCUSSION 
	C. BIOSOLIDS DISCUSSION 
	APPENDIX I
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